
EXHIBIT 41

Proposed Amendment to the 2006 International Plumbing Code

Modify Section 603.1 Size of water service pipe to read as follows:

603.1 Size of water service pipe. The water service pipe shall be sized to supply water to
the structure in the quantities, and at the pressures required in this code. The minimum
diameter of water service shall be [~] 1 inch.


